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REVISION
APPRBY DATE

DATE

STD. DWG. NO.

06/22/2023

TYPICAL LATERAL ASSEMBLY

& BACKWATER VALVE

BUILDING

LID

BUILDING LATERAL

STREET LATERAL

TYPICAL LATERAL ASSEMBLY

DETAIL "A" - SEWAGE BACKWATER VALVE ASSEMBLY

PROPERTY LINE OR PUBLIC UTILITY EASEMENT

TO BE INSPECTED BY

BUILDING DEPARTMENT

CLEANOUT

INSPECTED BY E.V.M.W.D.

SEE DWG. S-14

SEE NOTE 1

STD. DWG. S-13

SEWER MAIN

ALL BUILDING SEWER TO BE

INSTALLED, OWNED AND MAINTAINED

BY PRIVATE PROPERTY OWNER

2% MIN. SLOPE OR AS

APPROVED BY LOCAL AGENCY

CLEANOUT BOX AND

LID, SEE NOTE 3

STD. DWG. S-13

BACKWATER VALVE

RISER

SEE DETAIL "A"

AND NOTE 4

STD. DWG. S-13

SEE NOTE 2

STD. DWG.

S-13

COVER LID

CLEANOUT BOX

3
"

3/4" CLASS 2 CRUSHED

AGGREGATE BASE

CROSS SECTION

OF 10" DIAMETER

P.V.C. STAND PIPE

SEWAGE BACKWATER VALVE

8"

4
"

3
0
"
 
M

A
X

.

NOTE: NO TREES OR LARGE SHRUBS

SHALL BE LOCATED WITHIN 10 FEET

OF ALL PUBLIC SEWER FACILITIES

(PIPE, LATERALS, MANHOLES,

CLEANOUTS, ETC.).

1' ± 6"

CLEANOUT SETBACK    AK            JZ         01-22-24
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